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Lightsource Test Report

Product Infomation

Product Category: LED-Technik
Product Spec: LED-Modul-180-20-NW-Dali
Manufacturer: METOLIGHT
Buyer: 6004
CIE Colorimetric Parameters

Chromaticity coordinates: x=0.3874 y=0.3849
CCT: Tc=3878K (duv=0.00179)

Peak Wavelength: 457.5nm

Dominant Wavelength: 578.6nm

CRI: Ra= 85.2, avgR(1~14)= 79.3, avgR(1~15)= 79.3

Product Type: LED-Technik-LED-Module
Product Number: 1
Submitted Unit: 102923

u(u’)=0.2264 v=0.3374 v'=0.5061

Color Ratio: R=0.191 G=0.770 B=0.039
Half Bandwidth: 24.8nm

Color Purity: 0.318

TM30: Rf= 83, Rg= 93

GAl: GAl_BB_8=88.6, GAl_BB_15=97.3, GAl_EES=68.1

R1 =84 R2 =93 R3 =97 R4 =81 R5 =83 R6 =90 R7 =85 R8 =67
R9 =21 R10=82 R11=80 R12=61 R13=87 R14=99 R15=79
Color Quality Scale: Qa= 84.3, Qf= 84.7, Qp= 82.6, Qg=91.1
Q1 =81 Q2 =96 Q3 =84 Q4 =77 Q5 =79 Q6 =81 Q7 =86 Q8 =90
Q9 =98 Q10=93 Q11=90 Q12=88 Q13=87 Q14=77 Q15=79
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Photometric Parameters

Luminous Flux: 2096.9 Im

Efficiency: 105.32 Im/W

Radiant Power: 6.358 W

Total mains efficacy: 114.69 Im/W Energy Efficiency Class: E (EU 2019/2015)

Pupil Flux: 3174.44 PIm
Cirtopic Flux: 6520.89 Im
Electric Parameters

Voltage: 231.40V
Power Factor: 0.9590

Test Infomation
Scan Range: 380—800:1nm
Stabilization Time: 0 ms ALC.: 1.0000
Max of Signal: 43924 (2792)

Pupil Lumens Per Watt: 159.44 PIm/W

Current: 0.0890A
Frequency: 49.99Hz

Pupil Factor (Kp): 1.514

Power: 19.91W

Photometric Method: sphere-spectroradiometer
Photometric Condition: Sphere diameter: 2.00m, 4Pl
CCD Integration Time: 113.22 ms

Condition: Tx:0.0'C, Ti:0.0'C, R.H.:60%
Test Lab:
Operator: CRE

Test Device: Lisun LMS-9000B
Test Time: 2021-08-16 15:33:25
Inspector:
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Lightsource Test Report
Product Infomation

Product Category: LED-Technik Product Type: LED-Technik-LED-Module

Product Spec: LED-Modul-180-20-NW-Dali Product Number: 1

Manufacturer: METOLIGHT Submitted Unit: 102923

Buyer: 6004
WL(nm) PL PE(MW/nm) WL(nm) PL PE(MW/nm) WL(hm) PL PE(mW/nm)
380 0.0001 0.0056 525 0.6218 24.9351 670 0.3078 12.3432
385 0.0007 0.0273 530 0.6465 25.9257 675 0.2665 10.6882
390 0.0007 0.0273 535 0.6660 26.7071 680 0.2290 9.1854
395 0.0004 0.0168 540 0.6833 27.4038 685 0.1951 7.8236
400 0.0007 0.0286 545 0.7017 28.1407 690 0.1634 6.5531
405 0.0001 0.0037 550 0.7182 28.8040 695 0.1391 5.5798
410 0.0016 0.0639 555 0.7409 29.7132 700 0.1164 4.6698
415 0.0048 0.1908 560 0.7626 30.5841 705 0.0971 3.8931
420 0.0115 0.4619 565 0.7857 31.5097 710 0.0821 3.2918
425 0.0233 0.9351 570 0.8077 32.3912 715 0.0692 2.7753
430 0.0480 1.9232 575 0.8345 33.4658 720 0.0577 2.3137
435 0.0961 3.8559 580 0.8550 34.2869 725 0.0484 1.9406
440 0.1835 7.3590 585 0.8751 35.0952 730 0.0419 1.6810
445 0.3389 13.5901 590 0.8907 35.7206 735 0.0341 1.3671
450 0.6121 24.5477 595 0.9022 36.1795 740 0.0297 1.1903
455 0.9337 37.4449 600 0.9038 36.2441 745 0.0235 0.9412
460 0.9574 38.3961 605 0.9000 36.0911 750 0.0245 0.9808
465 0.7172 28.7632 610 0.8827 35.3998 755 0.0137 0.5480
470 0.5591 22.4234 615 0.8588 34.4416 760 0.0094 0.3767
475 0.4575 18.3475 620 0.8238 33.0355 765 0.0050 0.2007
480 0.3611 14.4815 625 0.7840 31.4401 770 0.0051 0.2065
485 0.3150 12.6329 630 0.7340 29.4377 775 0.0052 0.2096
490 0.3178 12.7439 635 0.6819 27.3469 780 0.0023 0.0915
495 0.3451 13.8389 640 0.6223 24.9582 785 0.0021 0.0823
500 0.3908 15.6740 645 0.5658 22.6917 790 0.0006 0.0235
505 0.4487 17.9934 650 0.5089 20.4066 795 0.0014 0.0550
510 0.5067 20.3198 655 0.4546 18.2294 800 0.0022 0.0888
515 0.5542 22.2244 660 0.4027 16.1509
520 0.5934 23.7992 665 0.3514 14.0911
Condition: Tx:0.0'C, Ti:0.0'C, R.H.:60% Test Device: Lisun LMS-9000B
Test Lab: Test Time: 2021-08-16 15:33:25

Operator: CRE Inspector:
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IES TM-30-18 Color Rendition Report

Product Infomation

Product Category: LED-Technik Product Type: LED-Technik-LED-Module
Product Spec: LED-Modul-180-20-NW-Dali Product Number: 1
Manufacturer: METOLIGHT Submitted Unit: 102923
Buyer: 6004
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Condition: Tx:0.0'C, Ti:0.0'C, R.H.:60% Test Device: Lisun LMS-9000B
Test Lab: Test Time: 2021-08-16 15:33:25

Operator: CRE Inspector:
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Plant optical param data

CIE Colorimetric Parameters

Chromaticity coordinates: x=0.3874 y=0.3849 u(u')=0.2264 v=0.3374 v'=0.5061

CCT: Tc=3878K (duv=0.00179) Color Ratio: R=0.191 G=0.770 B=0.039
Peak Wavelength: 457.5nm Half Bandwidth: 24.8nm
Dominant Wavelength: 578.6nm Color Purity: 0.318
CRI: Ra= 85.2
48.1 SPD(mW/nm) y CIE1931 CHROMATICITY DIAGRAM
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Plant Optical Param
inv(m): 2096.90 Qv(im.s): 2096.90
'ue,lE(W/nm): 6.36 Qe(J): 6.36
ine(W): 6.24 ufr(W):  0.12
1Ce: 0.31 iCfr: 0.01
PPE(umol/s/w): 1.48 Kfr: 0.04
Erb_Ratio: 1.58 PPF(umol/s): 29.39
PFuv(360-400)(umol/s): 0.00 PPF(400-500)(umol/s): 5.08
PPF(500-600)(umol/s): 13.33 PPF(600-700)(umol/s): 10.98
PFfr(700-800)(umol/s): 0.72 PPF.t(umol): 29.39
inch-A.t(J): 0.47 inch-A(W): 0.47
inch-B.t(J): 0.30 inch-B(W): 0.30
iwb.t(J): 1.31 itb(W): 1.31
ny.t(J): 2.88 iy(W): 2.88
wr.t(d: 2.10 iwr(w):  2.10
Electric Parameters
Voltage: 231.40V Current: 0.0890A Power: 19.91W
Power Factor: 0.9590 Frequency: 49.99Hz
Condition: Tx:0.0'C, Ti:0.0'C, R.H.:60% Test Device: Lisun LMS-9000B
Test Lab: Test Time: 2021-08-16 15:33:25

Operator: CRE Inspector:



